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Bullers
Insulators

Stay 1' - 0''
below for
0.05  S. C.A.

H.V. and LV earths to be
insulated in accordance
with Engineering
instruction No. 2/72
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Tx. PLATFORM

Through weld between
 channel platform  & tx
steel base
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UNIVERSAL
CLAMP

EXPULSION
FUSE MOUNTING

DETAIL 'A'

Universal clamp

Universal clamp

Universal clamp

Pole mounted
 Circuit breakers

SK. No.

Kenya Power

(WELDED FOR VANDAL PROOFING)

75MM² PVC INSULATOR
DROPER HARD - DRAWN

COMPRESSION  JOINTS

DETAIL 'A'

''1 2 ''1 2

H-POLE  MOUNTED  SUBSTATION at 17' - 0'' min ground level cleariance

Pole mounted
 Circuit breakers
circuit housing

Lv circuit

2No Cross channel
bolts & nuts welded2No Cross channel
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