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Kenya Power

Central Office — P.O. Box 30099, Nairobi, Kenya
Telephone - 254-02-3201000
Fax No. 254-02-3514485
Stima Plaza, Kolobot Road
Nairobi, Kenya

Our Ref: KP1/9A.1A/0T/015/20-21/JM/ama 24t May, 2021
TO:
ALL PROSPECTIVE BIDDERS

RE: ADDENDUM NO. Il TO THE TENDER NO. KP1/9A.1A/OT/015/20-21 FOR SUPPLY OF PROTECTION
RELAYS AND TOOLS

Please refer to the above tender.

We make the following amendment to the above Principal Tender Document (Hereinafter
abbreviated as the PTD) for the supply of protection relays and tools.

1. _RELATIONSHIP WITH THE PRINCIPAL TENDER DOCUMENT

Save where expressly amended by the terms of this Addendum, the PTD shall continue to be in
full force and effect. The provisions of this Addendum shall be deemed to have been
incorporated in and shall be read and construed as part of the PTD.

2. CLARIFICATIONS

The following responses are made to clarification sought on issue in the tender document and
shall be deemed to form the addendum;

No | Query RESPONSE

1. Q1. As per schedule of requirement it
says " Back up Over current & Earth fault
relay" Qty 40 Nos required. However, in
specs it is not clear. Confirm which relay is
required and provide suitable GTP for it.

The item referred in the BoQ as Back up
Overcurrent & Earth fault Relay is under
clause 4.4.14- Three phase Over current
and Earth Fault relay. Pg.39

2, Q2.QUO|IfICCH‘I0n criteria it is RelOy should The speciﬁcgﬂons will not be amended and
be in service KPLC network for atleast 8 | will remain as: The Relay should be in service

years. Can this duration be amended to 4 | kp|.C network for at least 8 years.
or 5 years as the relays are not reported
to have any failure?




3. TENDER CLOSING DATE

The tender closing date remains 3 June, 2021 at 10.00am.

All other terms and conditions remain as per the Principal Tender Document (PTD).

Yours faithfully,
FOR: THE KENYA POWER & LIGHTING COMPANY PLC

JA UIGAI
SUPPLY CHAIN MANAGER, PROCUREMENT.




