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Kenya Power

Central Office - P.O. Box 3009, Nairebi, Kenva
Telephone - 254-02-320H000
Fax No. 254-02-3514485
StimaPlaza, Kolobot Road
Nairobi. Kenya

Ref: KP1/9A.3/0OT1/27/23-24/PM/ri 26" January, 2024
TO:

ALL PROSPECTIVE BIDDERS

RE: ADDENDUM NOQ. Il TENDER FOR SUPPLY OF INSULATORS AND LOW VOLTAGE

MEDIUM & HIGH VOLTAGE LINE ACCESSORIES UNDER TENDER  NO.
KP1/9A.3/07/27/23-24

Please refer to the above fender.

We make the following amendments to the above Principal Tender Document
(hereinaffer abbreviated as the PTD) for the Supply and delivery of insulators.

1. _RELATIONSHIP WITH THE PRINCIPAL TENDER DOCUMENT

Save where expressly amended by the terms of this Addendum, the PTD shall continue to be in
full force and effect. The provisions of this Addendum shall be deemed to have been
incorporated in and shall be read and construed as part of the PTD.

2. SECTION II- TENDER DATA SHEET

The following clauses have been amended 1o read as follows:

ITT Particulars Of Appendix To Instructions To Tenders
Reference

A. General

ITT 4.3 Goods manufactured in any country are eligible

ITT15.2.4 The documentary evidence of conformity of the Goods to the Tender
Document may be in the form of literature, drawings and data, and shall
consist of: -

4. For all Goods offered, the Tenderer shall be required to demonstrate
that the Goods or products conform to required standards by evidence
of a Type Test Reporls issued by a third party testing laboratory
accredited to ISO/IEC 17025. A copy of the accreditation cerlificate to
ISO/IEC 17025 of the testing laboratory shail be submitted together with
the tender. KPLC reserves the right to subject the certificate(s) to
authentication. There is no age limit for type tests. The type test reports
shall be for a similar good being offered in the bid.




I 16.2

3] The documentary evidence of the Tenderer's qualifications to perform

a}

b)

d)

the contract if its Tender is accepted shalt be established to KPLC's
satisfaction -

that the Tenderer has the financial capability necessary to perform
the contract. The Tenderer shall be required to provide the
documents as specified Section lll, Evaluation and Qualification
Criteria including a valid Tax Compliance Cedificate issued by the
relevant tax authorities and Audited Financial Accounts, which must
be those reported within the last eighteen (18} months and audited
by an auditor with a valid ICPAK practicing license.

that the Tenderer has the technical and production capability
necessary to perform the contract and meets the technical
requirements specified in Section lll.

that, in the case of a Tenderer not doing business within Kenya, the
Tenderer is or will be {if awarded the contract) represented by an
agent in Kenya equipped and able to carry out the Tenderer’s
maintenance, repair, spare parts and stocking obligations
prescribed in the Conditions of Contract and or in the Technical
Specifications. (Not applicable in this tender)

Tenderer shall submit names of previous customers of similar Goods
and reference letters or completion cerlificates confirming
completion of orders on schedule by tenderer from KPLC and / or at
least 4 other previous customers of similar goods

ITT 31

The currency that shall be used for tender evaluation is Kenya shillings only

3. CLARIFICATION ON SPECIFICATIONS
Specificationref. KP1-3CB-TSP-04-026-1 -This specifications is for Polymeric Insulators 220KV and
not for Earthrods.

The following specifications are uploaded in Kenya Power website and portal.

Item | ltem Description of Specification reference Date
No. | Code | Goods
1 184862 | 66kV Herizonial KP1/13D/4/}/TSP/04/001 66kV & 132kV 07-07-2022
NGK Insulator composite line Post insulators — Vertical &
Horizontal Mounting specification
2 184880 | 132kV Horizontal | KP1/13D/4/1/1SP/04/001 66kV & 132kV 7-07-2022
line Post insulators | composite line Post insulators - Vertical &
Horizontal Mounting specification
3 184884 | Tension KPLC1/3CB/TSP/04/027 Specification for 66kV  04-03-2009
Composite 66kV | composite insulators (Suspension/Tension
Type)
4 184886 | Polymeric KP1/3CB/TSP/04/018-1 Specification for 132kv  P9-05-2014
Insulators 132kV Suspension / Tension composite Insulators Part
1: Insulator without arcing rings
S 184887 | Insulator 33kv KP1/6C.1/13/TSP/04/017/2 11kV & 33kV 02-09-2014
Composite Susp. | Composite Insulators Part 1:
Tension C Suspension/Tension insulators for inland
applications - Specification
6 184891 | Insulator Pin 11kv | KP1/6C.1/13/TSP/04/017/2 11kV & 33kV (30-08-2016
Composite C/W Composite Insulators Part 2: Pin type -
Spindle Specification




item | ltem Description of Specification reference Date
No. | Code | Goods
7 | 184893 | Polymeric KP1/3CB/TSP/04/026-1 Specification for 220kV  P9-05-2014
insulators 220kV Suspension / Tension composite Insulators Part
1: Insulator without arcing rings
8 | 184888 | Insulator 33kv KP1/6C.1/13/TSP/04/017/2 11kV & 33kV 02-09-2016
Composite Composite Insulators Part 1;
Susp.Tensi Suspension/Tension Insulators for inland
applications - Specification
9 184890 | Insulator Pin 33kv | KP1/6C.1/13/TSP/04/017/2 11kV & 33kV 30-08-20146
Composite C/W Composite Insulators Part 2: Pin type -
Spi Specification
10 | 117630 | 66 kv surge KP1/6C/4/1/TSP/05/033 72.5kV Surge Arresters - [23-03-2021
diverter Surge specification
diverters
11 | 180104 | Adaptor Ball KPLC1/6C.1/13/TSPf06/036-1 Specification for |1 7-09-2015
Clevis M14 overhead line fittings Part 1; Fittings for 10-
13 | 300mm2 conductors
12 [ 180116 | Tongue Ended KPLC1/6C.1/13/T5P/06/036-1 Specification for |1 7-09-2015
overhead line fittings Part 1: Fittings for 10-
300mm?2 conductors
14 | 186433 | Universal Clamp KP1/3CB/TSP/02/004 Specification for 05-12-2013
H/Duty~(203- multipurpose Overhead line clamps
229mm-Inter
15 | 186446 | Universal Clamps | KP1/3CB/TSP/02/004 Specification for (05-12-2013
(medium) mullipurpose Overhead line clamps
16 | 188108 | Tie Strap Steel KP1/6C/13/T5P/03/003 Specification for steel 10-08-2015
Angle 33kv structures for overhead lines
17 NEW | Dropout Surge KP1/13D/4/1/TSP/011/037 13-08-2021
Arrester Fuse 11kv | Combined drop out surge arrester/fuse {11kV
& 33kV) Unit - Specification
18 NEW | Dropout Surge KP1/13D/4/1/TSP/011}/037 13-08-2021
Arrester Fuse 33kv | Combined drop out surge arrester/fuse (11kV
& 33kV) Unit - Specification
19 NEW | Bolted tension KPLC1/6C.1/13/TSP/06/036-1 Specification for  {17-09-2015
clamps - 120KN overhead line fittings Part 1: Fittings for. 10-
{gun 300mm2 conductors
clamp){LYNX
175MM2 AL)
20 NEW | PG clamps 300 sq | KPLC1/6C.1/13/T5P/06/034-1 Specification for |1 7-09-2015
mm overhead line fittings Part 1: Fittings for 10-
300mm2 conductors
21 NEW | PG clamps 175 sq | KPLC1/6C.1/13/TSP/06/036-1 Specification for  [17-09-2015
mm overhead line fittings Part 1: Fittings for 10-
300mm?2 conductors
22 NEW | PG clamps 150 sq | KPLC1/6C.1/13/TSP/06/036-1 Specification for |1 7-09-2015
mm overhead line fittings Part 1: Fittings for 10-
300mm?2 conductors
23 | 144759 | Bracings 40X40X5 | KPLC1-3CB-TS5P-06-36-2 05.11.2010
24 | 144760 | Bracings 50X50X6 | KPLC1-3CB-TSP-06-36-2 05.11.2010
25 Preformed KPLC1-3CB-TSP-06-36-2 £5.11.2010
149740 | armour rods




Item | tem Description of Specification reference ate
No. [ Code | Goods
26 188742 | Connector Line KPLC1/6C.1/13/TSP/06/036-1 Specification for  |17-09-2015
Tap Al S0mm?2 overhead line fittings Part 1: Fittings for 10-
300mm2 conductors
27 | 188743 | Connector Line KPLC1/6C.1/13/15P/06/036-1 Specification for |1 7-09-2015
Tap Al 100mm?2 overhead line fittings Part 1: Fittings for 10-
300mm?2 conductors
28 | 186134 | Bracket Sireet KP1/6C/4/1/TSP/15/002 For street Lighting 02.09.2019
Lighting 1.5m Accessories

4, ADDITION OF ITEM CODE 1846134, BRACKET STREET LIGHTING 1.5M

ltem code 186134, Bracket Street Lighting 1.5m has been added to the list of tendering in Lot 2.

5. CHANGE OF FINAL DESTINATION (DELIVERY STORE)

The dllocation of items 29-35 in Lot 2 has changed from Nairobi South to Bulks stores.

Consequently, the following documents have been amended.

i) Section lll- Capacity Declaration Form- Appendix-A

ii) Section IV - Price Schedule- Appendix-B
-Manufacturer's Warranty Form- Appendix-C
iii) ¢) Section V-5chedule of requirements- Appendix-D

All other terms and condition remain the same.

Yours faithfully,
FOR: THE KENYA POWER & LUIGHTING COMPANY PLC

DR. JOHN

ENO,OGW

GENERAL MANAGER SUPPLY CHAIN & LOGISTICS




APPENDIX-A

TABLE 3: CAPACITY DECLARATION FORM

Form 3.1 Manvfacturer's Capacity Declaration Form

No | Capacit Requirement KPLC Manufa | Meets
y Detail Requirement | cturer | capacit
ltem Material description (Minimum to y (Yes /
Code Pieces) |Indicate | No)
| Monthly 1848462 | 66kv Horizontal Insulator 5,000
Producti 184880 | 132kv Horizontal Line Post 2,000
on Insulators
capacit 184884 | Tension Composite 66ky 5,000
y 184886 | Polymeric Insulators 132kv 2,500
184887 | Insulator 11kv Composite 50,000
Susp.Tension C
184888 | Insulator 33kv Composite 30,000
Susp.Tensi
184890 Insulator Pin 33kv Composite
C/W Spi 25,000
184891 Insulater Pin 11kv Composite
C/W Spindle =HIEY
184893 | Polymeric Insulators 220ky 2,000
117630 | 66KV Surge Diverters 100
180104 | Adaptor Ball Clevis M16 4,000
180116 | Tongue Ended 5,000
186433 | Universal Clamp H/Duty~(203- 15,000
229mm-Inter
188108 | Tie Strap Steel Angle 33kv 20,000
180783 | "Bolt & Nut M16x110mm (4 50,000
1/2"X5/8™
180792 | "Bolt & Nut M16x225mm 50,000
(9"X5/8™) Hd
188742 | Connector Line Tap Al 50mm?2 80,000
188743 | Connector Line Tap Al 100mm?2 50,000
144759 | Bracings 40X40X5 1000
144760 | Bracings 50X50X6 1000
149740 | Preformed Armour Rods 500
181521 | Cover Pole Cap 12'X12" 2000
NEW Dropout Surge Arrester Fuse 900
11kv
NEW Dropout Surge Arrester Fuse 200
33kv
NEW 132kv Insulator Fittings Assembly 4,000
- Tension
NEW 132kv Insulator Fittings Assembly 700
- Suspension
NEW 220kv Insulator Fittings Assembly 500
- Suspension
NEW 220kv Insulator Fittings Assembly 400




| No | Capacit | Requirement KPLC ' Manufa | Meets
y Detail Requirement E cturer | capacit
ltem Material description (Minimum to y(Yes/ |
Code Pieces) |indicate | No)
- Tension
NEW Bolted Tension Clamps - 120KN 165
{Gun Clamp}{LYNX 175MM2 AL)
NEW PG Clamps 300 Sg Mm 400
NEW PG Clamps 175 Sg Mm 400
NEW PG Clamps 150 Sg Mm 400
186134 Bracket Street Lighting 1.om 40000
i- Delivery Manufa
2 . Period KPLC cturer
| after REQUIREMEN | fo
| issuance T indicate
of 184862 | 66kv Horizontal Insulator 3 Months
Purchas 184880 | 132kv Horizontal Line Post 3 Months
e Order insulators
184884 | Tension Composite 66kv 3 Months
184886 | Polymeric Insulators 132kv 3 Months
184887 | Insulator 11kv Composite 3 Months
Susp.Tension C
184888 | Insulator 33kv Composite 3 Months
Susp.Tensi
184890 Insulator Pin 33kv Composite 3 Months
C/W Spi
184891 Insulator Pin 11kv Composite 3 Months
C/W Spindle
184893 | Polymeric Insulators 220kv 3 Months
117630 | 66KV Surge Diverters 5 Months
180104 | Adaptor Ball Clevis M16 5 Months
180116 | Tongue Ended 5 Months
186433 | Universal Clamp H/Duty~(203- 5 Months
229mm-inter
188108 | Tie Strap Steel Angle 33kv 5 Months
180783 | "Bolt & Nut M16x110mm {4 5 Months
1/2'"X5/8"
180792 | "Bolt & Nut M16x225mm 5 Months
{9""X5/8") Hd
188742 | Connector Line Tap Al 50mm2 | 5 Months
188743 | Connector Line Tap Al 100mm?2 | 5 Months
144759 | Bracings 40X40X5 5 Months
144760 | Bracings 50X50X6 5 Months
149740 | Preformed Armour Rods 5 Months
181521 | Cover Pole Cap 12'X12" 3 Months
NEW Dropout Surge Arrester Fuse 5 Months
11ky
NEW Dropout Surge Arrester Fuse 5 Months
33kv
NEW 132kv Insulator Fittings Assembly | 5 Months




= 1ens0n

NEW 132kv insulator Fittings Assembly | 5 Months
- Suspension
NEW 220kv Insulator Fittings Assembly | 5 Months
- Suspension
NEW 220kv Insulator Fittings Assembly | 5 Months
- Tension
NEW Bolted Tension Clamps - 120KN | 5 Months
(Gun Clamp) (LYNX 175MM2 AL)
NEW PG Clamps 300 Sg Mm 5 Months
NEW PG Clamps 175 Sg Mm S Months
NEW PG Clamps 150 Sg Mm 5 Months
186134 Bracket Street Lighting 1.5m 5 Months
No. of 184862 | 66kv Horizontal Insulator State
Ready 184880 132kv Horizontal Line Post
Stocks Insulators State
184884 | Tension Composite 66kv State
184886 | Polymeric Insulators 132kv State
184887 | Insulator 11kv Composite State
Susp.fension C
184888 | insulator 33kv Composite State
Susp.Tensi
184890 insulator Pin 33kv Composite C/W State
Spi
184891 | Insulator Pin 11kv Composite C/W State
Spindle
184893 | Polymeric Insulators 220kyv State
117630 | 66KV Surge Diverters State
180104 | Adaptor Ball Clevis M16 State
180116 | Tongue Ended State
186433 | Universal Clamp H/Duty~{203- State
229mme-Inter
188108 | Tie Strap Steel Angle 33kv State
180783 | "Bolt & Nut M16x110mm (4 State
1/2"X5/8™
180792 | "Bolt & Nut M16x225mm (9'"X5/8™) | State
Hd
188742 | Connector Line Tap Al 50mm?2 State
188743 | Connector Line Tap Al 100mm?2 State
144759 | Bracings 40X40X5 State
144760 | Bracings 50X50X6 State
149740 | Preformed Armour Rods State
181521 | Cover Pole Cap 12'X12" State
NEW Dropout Surge Arrester Fuse 11kv | State
NEW Dropout Surge Arrester Fuse 33kv | State
NEW 132kv Insulator Fittings Assembly - | State
Tension
NEW 132kv Insulator Fittings Assembly - | State
Suspension
NEW 220kv Insulator Fittings Assembly - | State
Suspension




NEW 220kv Insulator Fittings Assembly - | State
Tension
NEW Bolted Tension Clamps - 120KN State
(Gun Clamp] (LYNX 175MM2 AL)
NEW PG Clamps 300 Sg Mm State
NEW PG Clamps 175 Sg Mm State
NEW PG Clamps 150 Sg Mm State
186134 Bracket Street Lighting 1.5m State
4 Valid Quality Cedtifications Attach valid 1ISO
9001:2015 and/or KEBS
SM/DM, Type Test
Reports
5 Relevant Testing Instruments / Equipment with valid Attach valid caiibration
Calibration Certificates Certificate
Attach
6 | Manufacturing From date plant was Minimum | manufactu
Experience established 2 years rer's
registration
certificate
7 | Quality Assurance Plan (QAP) Attach
QAP
8 Previous Four (4) Completed contracts in the last four | Altach Evidence of reference
years letters for the tirms listed below.
i No. | Contract Name Date Value Order Quantit | % Countr | Meets
i (Kshs) Quantity y Deliver |y capacity
' Delivere | ed (Yes /
d No)
1
2
3
4
Overall Criteria Score Pass /
Fail
NOTES TO TABLE 1:
1. Where the Tenderer’s offer fails to satisfy any one or more of the requirements as per the

Criteria in Table 1 above, that Tenderer will be declared to have failed “Failed on Mandatory
Technical Reguirements.”™

2. The Tenderer shall not qualify for further evaluation.

3. Where the Tenderer’s offer complies with all the requirements in Table 1 above, that offer
shall proceed for further evaluation as per criteria set out in Table 2.

Tenders will proceed to the Detailed Technical Stage only if they qualify in compliance with Part [l

clause 2.2.1 above, and Preliminary Evaluation under Clause 29.2 of the ITT.




APPENDIX -B

L

PRICE SCHEDULE

Unit Total
ltem Final Destination as | Physical | Quantities | Price Price
ORI e iEos sCHE O specified in DS Unt Required | DDP VAT | DDP VAT

Exclusive | Exclusive

List of Goods and Delivery Schedule Lot 1 & 2
LOT 1- LOCAL MANUFACTURERS ONLY
1 184862 | 66kV Horizontal Insulator Nairobi South Stores PC 6,000
2 184880 | 132kV Horizontal line Post insulators Nairobi South Stores PC 200
3 184884 | Tension Composite 66kv Nairobi South Stores PC 5,000
4 184886 | Polymeric Insulators 132kY Nairobi South Stores PC 6,000
5 184887 | Insulator 1 1kv Composite Susp.Tension Nairobi South Stores PC 4,000
C
6 184888 | Insulator 33kv Composite Susp.Tensi Nairobi South Stores PC 4,000
7 1848%0 | Insulator Pin 33kv Composite C/W Spi Nairobi South Stores PC 30,000
8 184820 | Insulator Pin 33ky Composite C/W Spi Lanet Stores 20,000
6 184891 | Insulator Pin 11kv Composite C/W Nairobi South Stores PC 25,000
Spindle
10 184891 | Insulator Pin 11kv Composite C/W Lanet stores 15,000
Spindle
11 184893 | Polymeric Insulators 220kv Nairobi South Stores PC 6,000
LOT Totals VAT Exclusive
Add 16% VAT
Total Price VAT Inclusive
LOT 2- LOCAL BIDDERS ONLY
12 117630 | 66 Kv Surge Divertersurge Diverters Bulk stores PC 100
13 180104 | Adaptor Ball Clevis M14 Bulk stores PC 4000
14 180114 | Tongue Ended Bulk stores PC 3000
15 186433 IUr;ivers.c:nl Clamp H/Duty~{203-229mm- | Nairobi South stores PC 17,830
nter
16 188108 | Tie Strap Steel Angle 33kv Nairobi South stores P@E: 24,276
17 188108 | Tie Strap Steel Angle 33kv Lanet Stores PC 10,000
18 180783 | "Bolt & Nut M16x110mm {4 1/2"X5/8" Bulk Stores PC 413,225
19 180783 | "Bolt & Nut M16x110mm {4 1/2"X5/8™ Lanet stores pc 177.096
20 180792 | "Bolt & Nut M16x225mm [9""'X5/8™} Hd Bulk Stores PC 320,633
21 180792 | "Bolt & Nut M16x225mm {9'"X5/8™) Hd Lanet stores pC 137.415




Unit Total
item Final Destination as | Physical | Quantities | Price Price
No T el (e esarmtion specified in TDS Unit | Required | DDP VAT | DDP VAT

Exclusive | Exclusive
22 188742 | Connector Line Tap Al 50mm?2 Bulk Stores PC 109,140
23 188742 | Connector Line Tap Al 50mm?2 Lanet stores pc 46,775
24 188743 | Connector Line Tap Al 100mm?2 Bulk Stores PC 64,601
25 188743 | Connector Line Tap Al 100mm?2 Lanet Stores PC 27,685
26 144759 | Bracings 40X40X5 Bulk stores PC 1.000
27 144760 | Bracings 50X50X6 Bulk stores PC 1,000
28 149740 | Preformed armour rods Bulk stores PC 500
29 181521 | Cover Pole Cap 12'X12" Bulk stores PC 2.000
30 NEW | Dropout Surge Arrester Fuse 11kv Bulk stores PC 200
31 NEW | Dropout Surge Arrester Fuse 33kv Bulk stores PC 200
39 NEW | Bolted tension clamps - 120KN (gun Bulk stores RE 165

clamp) (LYNX 175MM2 AL)
33 NEW | PG clamps 300 sg mm Bulk stores PC 400
34 NEW | PG clamps 175 sg mm Bulk stores PC 400
35 NEW | PG clamps 150 sg mm Bulk stores PC 400
36 186134 | Bracket Street Lighting 1.5m Lanet stores PC 15,255
37 186134 | Bracket Street Lighting 1.5m Bulk stores PC 35,590

LOT Totals VAT Exclusive

Add 16% VAT

Total Price VAT Inclusive

Name of tenderer [insert complete name of tenderer] Signature of tenderer [signature of person signing the Tender] Date [Insert Date]

*NOTES: -

1. The prices quoted will remain fixed for the period of contract, subject to the provision of the Public Procurement and Asset Disposal
Act, 2015 (PPADA).
2. Prices should be correctly computed subject to Section 79 (2) (b) of the PPADA. Any errors or miscalculations in the subtotals will
lead to disqualification as per regulation 74 (2) of the PPADR 2020 and financial evaluation criteria.

3. The Tenderer shall fill in these Price Schedule Forms in accordance with the instructions indicated. The list of line items of the Price

Schedules shall coincide with the List of Goods specified by KPLC in the Schedule of Requirements. The quantities are estimated to
cover the contract period.

4. The offered unit price MUST be rounded to two decimal places. Where the Tenderer fails to round the offered unit price as required,
then, the offered unit price shall be rounded down-wards to two decimal places and used for the purposes of this tender.

5. The unit prices indicated on the KPLC tendering portal should be exclusive of VAT and the quoted price not be subject to change for

the contract period.




6. Bidders should use the prevailing VAT rate. However, prices entered in the KPLC-SRM tendering portal should be exclusive of VAT.
In case of discrepancies between the price keyed in the SRM portal and those on this price schedule uploaded as an attachment, the
latter shall prevail.

The Bidder’s grand totals should be the same as the tender sum indicated in the Tender Form and should be correctly computed.



APPENDIX- C

15. MANUFACTURER’'S WARRANTY FORM

To Be Submitted On Manufacturer’s Letterhead)

To:

The Kenya Power & Lighting Company Plc,
Stima Plaza, Kolobot Road, Parklands,
P.O Box 30099 - 00100,

Nairobi, Kenya.

RE: MANUFACTURER’S WARRANTY FOR GOODS REQUIRED UNDER TENDER NO

oooooooooooooo

............... TO BE SUPPLIED BY .........coc000ieeeiiannianninsnanenn,

the supplier you have authorized)

WE HEREBY WARRANT THAT:
a) The Goods to be supplied under the contract are new, unused, of the most recent or current
specification and incorporate all recent improvements in design and materials unless provided

otherwise in the Tender.

{indicate your name or

State

Tick item | Warranty Period

Item Description Unit offered (Months / Years)
184862 | 66kv Horizontal Insulator PC
184880 | 132kv Horizontal Line Post Insulators PC
184884 | Tension Composite 66kv PC
184884 | Polymeric Insulators 132kv PC
184887 | Insulator 11kv Composite Susp.Tension C PC
184888 | Insulator 33kv Composite Susp.Tensi PC
184890 Insulator Pin 33kv Composite C/W Spi PC
184891 | Insulator Pin 11kv Compaosite C/W Spindle | PC
184893 | Pelymeric Insulators 220kv PC
117630 | 66KV Surge Diverters PC
180104 | Adaptor Ball Clevis M16é PC
180116 | Tongue Ended PC
186433 | Universal Clamp H/Duty~{203-229mm-Inter | PC
188108 | Tie Strap Steel Angle 33kv PC
180783 | "Bolt & Nut M16x110mm (4 1/2"'X5/8™ PC
180792 | "Bolt & Nut M16x225mm (9"'X5/8") Hd PC
188742 | Connector Line Tap Al 50mm?2 PC
188743 | Connector Line Tap Al 100mm?2 PC
144759 | Bracings 40X40X5 PC
144760 | Bracings 50X50X6 PC
149740 | Preformed Armour Rods PC
181521 | Cover Pole Cap 12'X12" PC
NEW Dropout Surge Arrester Fuse 11kv PC




NEW Dropout Surge Arrester Fuse 33kv PC
NEW Bolied Tension Clamps - 120KN {Gun PC
Clamp}{LYNX 175MM2 AL)
NEW PG Clamps 300 Sg Mm PC
NEW PG clamps 175 sg mm PC
NEW PG Clamps 150 Sg Mm PC
186134 | Bracket Street Lighting 1.5m Pc

b) The Goods in the Tenderer’s bid have no defect arising from manufacture, materials or workmanship
or from any act or omission of the Tenderer that may develop under normal use of the Goods under
the conditions obtaining in Kenya.

The Warranty will remain valid for stated above after the Goods, or any portion

thereof as the case may be, have been delivered and accepted to the final destination indicated in the

contract.

DATED THIS................. DAYOF........ e, 20......

Signature of duly authorised person for and on behalf of the Manufacturer.

Name and Capacity of duly authorised person signing on behalf of the Manufacturer.

NOTES TO TENDERERS AND MANUFACTURERS

1. Only a competent person in the service of the Manufacturer should sign this letter of authority.
2. Provide fill contact details including physical address, e-mail, telephone numbers and the website
on the Warranty.




APPENDIX -D

SECTION V - SCHEDULE OF REQUIREMENTS

1. list of Goods and Delivery Schedule

[KPLC shall filt in this table, with the exception of the column "Tenderer's offered Delivery date” to be filled by the tenderer]
TENDER NO: KP1/9A.3/0T/27/23-24

NAME: SUPPLY OF INSULATORS, AND LOW VOLTAGE, MEDIUM VOLTAGE & HIGH VOLTAGE LINE ACCESSORIES

C/W Spindle

South Stores

Line | ltem Description of Goods Quantit | Physic | Final Delivery Period
ltem | Code y alunit | Desftination | Incoter | Earliest Delivery | Latest Delivery
N° as specified | ms Date /Petiod Date / Period
in TDS (DDP)
[ite [insert description of Goods] [quanti | physic | [insert place [insert the [insert the
m ty of al unit | of Delivery] number of days | number of days
No]j item to | for the following the following the
be quantit date of date of
supplie |y effecfiveness effectiveness the
d] the Confract] Contract]
LOT 1- LOCAL MANUFACTURERS ONLY
184862 | 66kV Horizontal Insulator 6,000 | Pc Nairobi DDP Within 6 months
1 2 months
South Stores
184880 | 132kV Horizontal line Post 200 | Pc Nairobi DDP Within 6 months
2 . 2 months
insulators South Stores
184884 | Tension Composite é6ky 5,000 | Pc Nairobi DDP Within 6 months
3 2 months
South Stores
4 184886 | Polymeric Insulators 132kV 6,000 | Pc Nairobi DDP 2 months Within 6 months
South Stores
184887 | Insulator 11kv Composite 4,000 | Pc Nairobi DDP Within 6 months
S ! 2 months
Susp.Tension C South Stores
184888 | Insulator 33kv Composite 4,000 | Pc Nairobi DDP Within 6 months
6 . 2 months
Susp.Tensi South Stores
7 184890 | Insulator Pin 33kv Composite 30,000 | Pc Nairobi DDP 2 months Within 6 months
C/W Spi South Stores
184890 | Insulator Pin 33kv Composite 20,000 | Pc Lanet Stores DDP Within 6 months
8 C/W Spi 2 months
184891 Insulator Pin 11kv Composite 25,000 | Pc Nairobi DDP Within 6 months
9 2 months




Line | Hem Description of Goods Quantit | Physic | Final Delivery Period
item | Code y alunit | Destination | Incoter | Earliest Delivery | Latest Delivery
N° as specified | ms Date /Period Date / Period
in TDS {(DDP)
10 184891 insulator Pin 11kvy Composite 15,000 Lanet Stores DDP Within 6 months
C/W Spindle 2 months
. 184893 | Polymeric Insulators 220kv 6,000 Nairobi DDP h Within 6 months
South Stores 2 months
LOT 2- LOCAL BIDDERS ONLY
12 117630 | 66 Kv Surge Divertersurge 100 | Pc Buik stores bDP Within 6 months
. 2 months
Diverters
13 180104 | Adaptor Ball Clevis M146 4000 | Pc Bulk stores DDP 2 months Within 6 months
14 180116 | Tongue Ended 5000 | Pc Bulk stores DDP 2 months Within 6 months
15 186433 | Universal Clamp H/Duty~(203- 17,830 | Pc Nairobi DDP Within 6 months
2 months
229mm-Inter South stores
16 188108 | Tie Sirap Steel Angle 33kv 24,276 | Pc Nairobi DDP Within 6 months
2 months
South stores
17 188108 | Tie Strap Steel Angle 33kv 10,000 | Pc Lanet Stores DDP 2 months Within 6 months
18 180783 | "Bolt & Nut M16x110mm (4 413,225 | Pc Bulk stores DDP Within 6 months
1/2"X5/8" 2 months
19 180783 | "Bolt & Nut M16x110mm (4 177096 | Pc Lanet stores DDP - Within é months
]/2H||X5/8N|| 2 monihs
20 180792 | "Bolt & Nut M16x225mm 320,633 | Pc Bulk stores DDP Within 6 months
INT L1} 2 monfhs
(9"X5/8™) Hd
21 180792 | "Bolt & Nut M16x225mm 137415 { Pc Lanet stores DDP Within é months
2 months
(9'""X5/8™) Hd
22 188742 | Connector Line Tap Al 50mm?2 109,140 | Pc Bulk stores DDP 2 months Within 6 months
23 188742 | Connector Line Tap Al 50mm?2 46,775 | PC Lanet stores DDP 2 months Within 6 months
24 188743 | Connector Line Tap Al 100mm?2 64,601 | Pc Bulk stores DDP 2 months Within 6 months
25 188743 | Connector Line Tap Al 100mm?2 27,685 | Pc Lanet stores DDP 2 months Within 6 months
26 144759 | Bracings 40X40X5 1,000 | Pc Bulk stores DDP 2 months Within 6 months
27 144760 | Bracings 50X50Xé 1,000 | Pc Bulk stores DDP 2 months Within 6 months
28 149740 | Preformed armour rods 500 | Pc Bulk stores DDP 2 months Within é months
29 181521 | Cover Pole Cap 12'X12" 2,000 | Pc Bulk stores DDP 2 months Within 6 months
30 NEW Dropout Surge Arrester Fuse %00 | Pc Bulk stores DDP Within 6 months
kv 2 months
31 NEW Dropout Surge Arrester Fuse 900 | Pc Bulk stores ODP Within 6 months
33kv Z months




Line | Item Description of Goods Quantit | Physic | Final Delivery Period
ltem | Code Vi alunit | Destination | Incoter | Earliest Delivery | Latest Delivery
N° as specified | ms Date /Period Date / Period
in TDS {(DDP)

32 NEW Bolted tension clamps - 120KN 165 | Pc Bulk stores DDP 2 months Within 6 months

(gun clamp) [LYNX 175MM2Z AL)
33 NEW PG clamps 300 sg mm 400 | Pc Bulk stores DDP 2 months Within 6 months
34 NEW PG clamps 175 sg mm 400 | Pc Bulk stores DDP 2 months Within 6 months
35 NEW PG clamps 150 sg mm 400 | Pc Bulk stores DDP 2 months Within 6 months
36 186134 | Bracket Street Lighting 1.5m 15,255 | pc Lanet stores | DDP 2 Months Within 6 months
37 186134 | Bracket Street Lighting 1.5m 335,590 | pc Buik stores DDP 2months Within 6 months

NOTES ON THE SCHEDULE OF REQUIREMENTS:

1. The tender shall be for one year and the quantities required shall be supplied as indicated in the guaranteed lead time.
2. The delivery schedule will be on “as and when required basis”, as per the official purchase order has been issued




2  Guaranieed Lead Time (GLT)
[This table shall be filled in by KPLC. The Required Completion Dates should be reatistic, and consistent with the
required Goods Delivery Dates

TENDER NO: KP1/9A.3/0T/27/23-24

NAME: SUPPLY OF INSULATORS, AND LOW VOLTAGE, MEDIUM VOLTAGE & HIGH VOLTAGE LINE ACCESSORIES

(as per Incoterms)].

Line | lHem Description of Goods | Quantity | Physical | Final Guaranteed Lead Time (GLT)
ltem | Code unit Destination | Incoter | KPLC Ready stock | Tenderer's
N° as ms Projected to be offered Total
specified (DDP) | total Delivery | delivered Delivery
in TDS Period within 7 days | Period [to be
provided by
the tenderer]
| Lot No.1
[inser | Item [insert description of | [insert [insert finsert [insert the [insert [insert the
t Code Goods] quantity | physical | place of total number | quantity of number of
ftem of item to | unit for Delivery] of days the ready days following
Noj be the required to stock) the date of
supplied] | quantity] deliver effectiveness
following the the Contract]
date of
effectiveness
the Contract]
LOT 1- LOCAL MANUFACTURERS ONLY
184862 | 66kV Horizontal 6,000 | Pc Nairobi (DDP} | 3 months after
] Insulator South issue of LPO
Stores
184880 | 132kV Horizontal line 200 | Pc Nairobi (DDP} | 3 months after
2 Post insulators South issue of LPO
Stores =
184884 | Tension Composite 5,000 | Pc Nairobi {DDP} | 3 months after
3 b66kv South issue of LPO
Stores




Line | Hem Description of Goods | Quantity | Physical | Final Guaranteed Lead Time (GLY)
item | Code unit Destination | Incoter | KPLC Ready stock | Tenderer's
N° as ms Projected to be offered Total
specified (DDP) | total Delivery | delivered Delivery
in TDS Period within 7 days | Period [to be
provided by
the tenderer]
184886 | Polymeric Insulators 6,000 | Pc Nairobi {DDP) | 3 months after
4 132kV South issue of LPO
Stores
184887 | Insulator 11kv 4,000 | Pc Nairobi (DDP) | 3 months after
5 Composite South issue of LPO
Susp.Tension C Stores
184888 | insulator 33kv 4,000 | Pc Nairobi (DDP} | 3 months after
6 Composite Susp.Tensi South issue of LPO
Stores
184820 | Insulator Pin 33kv 30,000 | Pc Nairobi (DDP} | 3 months after
7 Composite C/W Spi South issue of LPO
Stores
8 184820 | Insulator Pin 33kv 20,000 | Pc Lanet (DDP) | 3 months after
Ccomposite C/W Spi Stores issue of LPO
184821 | Insulator Pin 11kv 25,000 | Pc Nairobi {DDP} | 3 months after
9 Composite C/W South issue of LPO
Spindle Stores
184891 | Insulator Pin 11kv 15,000 | Pc Lanet (DDP) [ 3 months after
10 Composite C/W Stores issue of LPO
Spindle
184893 | Polymeric Insulators 6,000 | Pc Nairobi {DDP)
11 220kv South
Stores
LOT 2-LOCAL BIDDERS ONLY
12 117630 | 66 Kv Surge 100 | Pc Bulk stores | {DDP} | 3 months after
Divertersurge issue of LPO
Diverters
13 180104 | Adaptor Ball Clevis 4000 | Pc Bulk stores | ([DDP) 3 months after
M16é issue of LPO
14 180116 | Tongue Ended 5000 | Pc Bulk stores | (DDP) | 3 months after

issue of LPO




Line | ltem Description of Goods | Quantity | Physical | Final Guaranteed Lead Time (GLT)
ltem | Code unit Deslination | Incoter | KPLC Ready stock | Tenderer's
N° as ms Projected to be offered Total
specified (DDP) | total Delivery | delivered Delivery
in TDS Period within 7 days | Period [fo be
provided by
the tenderer]
15 186433 | Universal Clamp 17,830 | Pc Nairobi (DDP) | 3 months after
H/Duty~{203-229mm- South issue of LPO
Inter stores
16 188108 | Tie Strap Steel Angle 24,276 | Pc Nairobi (DDP) | 3 months after
33kv South issue of LPO
stores
17 188108 | Tie Strap Steel Angle 10,000 | Pc Lanet (DDP) | 3 months after
33kv Stores issue of LPO
18 180783 | "Bolt & Nut 413,225 | Pc Bulk stores | (DDP) | 3 months after
M16x110mm (4 issue of LPO
1/2"X5/8™
19 180783 | "Bolt & Nut 177096 | Pc Lanet {DDP} | 3 months after
M16x110mm {4 stores issue of LPO
1/2"X5/8"
20 180792 | "Bolt & Nut 320,633 | Pc Bulk stores | (DDP} | 3 months after
M16x225mm issue of LPO
{9"'X5/8™) Hd
21 180792 | "Bolt & Nut 137415 | Pc Lanet (DDP} | 3 months after
M16x225mm stores issue of LPO
(9"X5/8™) Hd
22 188742 | Connector Line Tap 109,140 | Pc Bulk stores | (DDP) | 3 months after
Al 50mm?2 issue of LPO
23 188742 | Connector Line Tap 46,775 | Pc Lanet (DDP) | 3 months after
Al 50mm?2 stores issue of LPO
24 188743 | Connector Line Tap 64,601 | Pc Bulk stores | {DDP) | 3 months after
Al 100mm?2 issue of LPO
25 188743 | Connector Line Tap 27,685 | Pc Lanet {DDP) 3 months after
Al 100mm?2 stores issue of LPO
26 Pc Bulk stores | (DDP} | 3 months after
144759 | Bracings 40X40X5 1,000 issue of LPO
27 Pc Bulk stores | (DDP) | 3 months after
144760 | Bracings 50X50Xé 1,000 issue of LPO




line | ltem Description of Goods | Quantity | Physical | Final Guaranteed Lead Time (GLT)
ltem | Code unit Desfination | Incoter | KPLC Ready stock | Tenderer's
N° as ms Projected to be offered Total
specified (DDP) | total Delivery | delivered Delivery
inTDS Period within 7 days | Peried [to be
provided by
the tenderer]
28 Preformed armour Pc Bulk stores | {DDP) | 3 months after
149740 | rods 500 issue of LPO
29 Cover Pole Cap Pc Bulk stores | (DDP) | 3 months after
181521 [ 12°X12" 2,000 issue of LPO
30 NEW | Dropout Surge 900 | Pc Bulk stores | (DDP} | 3 months after
Arrester Fuse 11kv issue of LPO
31 NEW | Dropout Surge 900 | Pc Bulk stores | (DDP) | 3 months after
Arrester Fuse 33kv issue of LPO
32 NEW | Bolted tension 165 | PC Bulk stores | (DDP) | 3 months after
clamps - 120KN {gun issue of LPO
Clamp){LYNX 175MM2
AL}
33 NEW | PG clamps 300 sg 400 | Pc Bulk stores | (DDP} | 3 months after
mm issue of LPO
34 NEW | PG clamps 1755q 400 | Pc Bulk stores | (DDP) | 3 months after
mm issue of LFO
35 NEW | PG clamps 150 sq 400 | Pc Bulk stores | (DDP) | 3 months after
mm issue of LPO
36 186134 | Bracket Sireet 15,255 | pc Lanet {DDP) | 3 menths after
Lighting 1.5m stores issue of LPO
37 186134 | Bracket Street 35,590 | pc Bulk stores | {DDP) | 3 months after
Lighting 1.5m issue of LPO




